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4.11 Fire Hydrants:

(a)  The Utility shall own and maintain the fire hydrants.

(b) No person except Utility personnel shall use any fire hydrant, (with the
exception of fire department personnel in the case of a fire or emergency),
without first submitting application and receiving written approval from the
Utility.

(c) In the event fire personnel use any fire hydrant, the Customer shall assure
the Utility is notified in writing.

(d)  In the event the Customer becomes aware that any fire hydrant has been
used or is in any manner not in good working order, the Customer shall notify the
Utility in writing.

(¢} In the event the Utility becomes aware thét any fire hydrant has been used,
the Utility shall, within a reasonable time, check the fire hydrant.

()  Inthe event the Utility becomes aware, from any source, that a fire hydrant
is, or may be, not in good working order, the Utility shall either:

'6)) Immediately repair the fire hydrant, or
(i) If the fire hydrant cannot be immediately repaired, notify the

appropriate fire personnel and mark the hydrant with a notice clearly
designating the hydrant as out of service.

Pursuant to:
U-08-020(4)

August 13, 2008
EFFECTIVE:

" ISSUED BY:
BY:

pa DOYON UTILITIES, LLC

Z221 [ Title: Vice President

Tim Wallis
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5.

POLICIES & CONDITIONS OF SERVICE

5.1

5.2

Service Lines

(a) New Service Connections shall be installed in a manner consistent with the
Utility’s standard of design, quality of materials, and construction as shown in the
Utility’s Standards of Construction and Service Line Standards for such service.

(b)  If a condition exists in a Service Line that adversely affects the quality of
service or the Utility’s mains or operations, the Utility will make the necessary

repairs.

(¢) If a problem occurs with a Service Line, the Customer or Occupant shall
promptly call the Utility for response by Utility operators. '

(d)  The Service Connection will at all times be and remain the sole property of
the Utility. The Utility shall have sole control of the same.

Moving or Reconstruction of Utility Facilities

In the event it is necessary to move or relocate Service Lines or Mains, the moving or
relocation shall be coordinated between the Customer and the Utility and the cost thereof
agreed upon by Customer and the Utility pursuant to the Contract.

53

Notice for Locates

In accordance with Alaska Statutes 42.30.400, the Utility shall require two working days
notice prior to any excavation near the Utility’s mains. The two working day notice is
exclusive of Saturdays and Sundays. In the event of an emergency, any person requiring
a locate shall notify the Utility of the emergency need for a locate.

Pursuant to:
U-08-020(4) ' EFFECTIVE:

August 13, 2008

ISSUED BY:
BY: '

7 DOYON UTILITIES, LIC

//é Title: Vice Presideﬁt

RECEIVED

PEGULATORY COMASISSION OF AUKGKA

Tim Wallis
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Metering

()  Meter Installation: Meters will be installed by the Utility in accordance
with the Contract.

(b)  AMR devices are installed by the Utility. The AMR transponder, at the
Service Location, transmits the meter read with an electronic radio signal.

(¢)  The Utility will work with the Customer (or Occupant if directed by the
Customer) to reach agreement as to the location of the meter so that it is readily
and safely accessible to the Utility for reading, testing, and inspection and causes

- the least interference and inconvenience to the Customer/Occupant.

(d)  The Customer/Occupant is responsible at all times for the protection of the
meter from any damage that may occur.

(e) Tampering, damage or disabling any metering device shall be prohibited.
All meters may be sealed by the Company, and no such seal shall be tampered
with or broken except by a representative of the Utility appointed for that purpose.
The Customer and/or Occupant shall exercise extreme care to prevent the meters,
regulators, service pipe, appliances, fixtures, etc., of the Utility at the Service
Location from being damaged or destroyed, and shall refrain from interfering with
the same, and, in the case any defect therein shall be discovered, the
Customer/Occupant shall notify the Utility promptly. '

Pursuant to:

- U-08-020(4) BFFECTIVE: August 13, 2008
ISSUED BY: Y DOYON UTILITIES, LLC : ,
BY: %/;. : Title: Vice President

Tim Wallis
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54  Metering (continued)
§3) Meter Bypass

(1) A meter bypass shall be installed on any meter connection 2” or
larger, or on any other meter at the Utility’s option, or for any meter at the
request of the Customer. A meter bypass shall be sealed in the closed
position at the time the meter is installed by the Utility unless otherwise
directed by the Customer.

(2)  Except as otherwise directed in writing by the Customer, the
bypass may be used only during periods of emergency or when the meter
has been removed for repair and only on the express authonzatlon of the
Utility.

(3)  Inthe event of an emergency, if the Customer or Occupant uses the
meter bypass, the Utility shall be notified immediately.

(g) Meter Standards: Meters provided by the Utility will conform to the
specifications and tolerances established by the American Water Works
Association for meters.

5.5 Joint/Common Service Line Connections Prohibited

(a)  Unless otherwise agreed between the Customer and the Utility, or unless
otherwise directed in writing by the Customer, a Service Connection shall serve
no more than one structure or facility. :

(b) In the event the Customer and Utility agree to serve more than one
structure or facility, the Customer and the Utility shall agree as to the number of
locations and meters serving the multiple structures or facilities.

Pursuant to: August 13, 2008

U-08-020(4) EFFECTIVE:
ISSUED BY: Z DOYON UTILITIES, LLC
BY: Zzze [ ; : Title:_Vice President

Tim Wallis
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Pursuant to: '
A t 13, 2008
U-08-020(4) EFFECTIVE: 2
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BY: = 2 Title: Vice President

Tim Wallis
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Pursuant to:
U-08-020(4)

EFFECTIVE: August 13,2008

ISSUEDBY:.____~ DO ZN UTILITIES, LL.C
BY: _% / ”

Tim Wallis

Title: Vice President
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1 ! Pursuant to:

- U-08-020(4) B EFFECTIVE: August 13, 2008

ISSUED BY: / : D%ILITIES. LLC
BY: L2227 vﬂ/ . Title:_Vice President

Tim Wallis
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6.1

6.2

6. SERVICE LINE REQUIREMENTS

General

The Utility has prepared Service Line Standards, a current copy of which is available to
the Customer at the Utility’s office or on its website at www.doyonutilities.com. These
standards are modified from time to time. When substantive revisions occur, the Utility
will notify the Customer. These standards will be enforced for all Service Connections.
It is the responsibility of the individual to ensure they have the most recent version of the
Utility’
portion thereof at the express direction of the Customer.

s Service Line Standards if such individual is installing a Service Line or any

Customer’s Facilities

(8)  The Utility reserves the right to inspect all construction by the Customer or
its representative related to water service.

(b)  No inspection by the Utility, or failure of it to object to the Customer’s
installation or construction, nor the fact that it made connection to the Customer’s
installation, will cause the Utility to become liable for any damage or injury
resulting from any defective installation or construction by the Customer,

Pursuant to:

August 13, 2008
U-08-020(4) EFFECTIVE:
ISSUED BY: =7 DOYON UTILITIES, LLC
BY: £ 22 ] - Title: Vice President

4

Tim Wallis
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6.3 Cooling Chiller Requirements

(a)  Heat transfer to the Utility’s water system will only be allowed through
dual wall exchangers, potable to potable water, in accordance with the
requirements set forth in the Utility’s standards for service lines.

(b)  The cooling water is interruptible by the Utility, i.e., if the water Service is
temporarily interrupted to the facility, the cooling system will not be available.

(¢) - The Utility will have design approval, construction inspection and
operation approval authority.

(@) . The Utility will inspect the device at least monthly to insure propér
operation and maintenance.

(e)  If the cooling chiller is found to not be operating properly, the customer
will immediately suspend service and repair the device or service to the device
will be permanently terminated.

@ A test will be performed on potability of chiller water at reasonable
intervals by the Utility.

(g) No cooling chiller may be installed without written notification to the
Utility.

(h) At the time of installation the Customer and Utility shall agree in writing
upon the return line Point of Demarcation. ‘

Pursuant to: August 13, 2008

U-08-020(4) ' EFFECTIVE:
IS_SUED_BY: 4 DOXYON UTILITIES, LLC | :
BY: A, L ﬁ % Title:_Vice President

Tim Wallis
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7. MAIN EXTENSION POLICY

7.1 General
(a). The Customer will advise the Utility when service is required to new

facilities and the Utility will determine if service can be provided through a Service
Connection by way of existing distribution mains or if additional distribution mains
are required.

(b) Easements and Right-of-Way: The Customer shall grant the Utility
specific easements and rights-of-way necessary for a proper Service Connection or
main extensions to the Service Location up to and including the Point of
Demarcation. All easements shall be sufficiently broad to allow the Utility
reasonable physical access for maintenance and operations of the main, Service
- Line, and Meter. In the absence of a specific easement, and unless directed
otherwise in writing by the Customer, the provision of service presumes an
easement, reasonable in scope, to maintain and operate the Service Connection.

(¢ Customer Construction: If the Customer requires that a third party be
allowed to perform any portion of the work on a main extension or Service Line, the
third party shall comply with the Utility’s written standards of performance, safety,
inspection, insurance and bonding, which must be complied with prior to
commencement and acceptance of any Customer authorized trenching and
backfilling. These standards will be substantially equivalent to the Utility's standard
for Utility installed main extensions or service line connections. Failure of a
Customer, or the Customer's appointed agent, to comply with the standards as set
forth by the Utility may result in additional charges by the Utility. The Utility is not
obligated to accept or provide water service through any facilities which do not
meet its construction standards.

(d) If the Customer directs that new facilities that will become part of the _
Utility’s responsibility either by CIAC, purchase, or otherwise be constructed by
someone other than the Utility, the Customer shall notify the Utility in writing prior
to construction and allow the Utility a reasonable opportunity to inspect the

construction.
Pursuant to: o August 13, 2008
U-08-020(4) EFFECTIVE:
ISSUED BY: DOYON UTILITIES. LLC. .
BY: o ; Title: Vice President

Tim Wallis
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8. RULE & RATE CHANGES

Except as otherwise provided in the Contract, the Utility reserves the right at any time to
alter, amend, change, or add to these rules, regulations, and conditions of service, or to
substitute other rules and regulations, and to change rates, subject to the approval of the
Regulatory Commission of Alaska, or other regulatory body having jurisdiction thereof.
Any changes will be in accordance with the Contract.

However, prior to submitting any change for approval, the Utility shall provide the
Customer with reasonable notice of the proposed change and an opportunity to comment.
If the Customer and Utility agree on the change, the agreement shall be included in the
request for approval.

Pursuant to: August 13, 2008
U-08-020(4) EFFECTIVE:

ISSUE:)BYJ{ DOYON UTILITIES, LLC
BY: 227 M Title:_Vice President

Tim Wallis
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RATE SCHEDULE NUMBER 4614
APPLICABLE TO:

Fort Richardson, Alaska, a United States Army military installation.
RATES:

The monthly agreed flat rates set forth below are derived from the Contract to provide the

~water utility serv1ces set forth in the Contract.

"Period of Service Monthlv Inception Rate
August 2008 through July 2009 - $216,081
August 2009 through July 2010 $229,491
August 2010 through July 2011 $257,541
August 2011 through July 2012 $244,295
August 2012 through July 2013 $248,125
August 2013 through July 2014 $246,875
August 2014 through July 2015 $242,355
August 2015 through July 2016 $245,801
August 2016 through July 2017 - $248,126
August 2017 through July 2018 $248,645

The initial inception rates set forth above may be modified in accordance with the terms of
the Contract by written amendment to the Contract, in which event revised tariff sheets will
be filed and effective in accordance with the Contract, as amended.

PURSUANT TO:

TARIFF ADVICE NO: 1-723

EFFECTIVE: November 20, 2008

ISSUED BY: // _POYON UTILITIES, LLC

BY:

W 5 Title: Vice President

Tim Wallis




